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NOTES

UTILITIES TO BE CONSTRUCTED IN ACCORDANCE WITH VILLAGE OF
BLISSFIELD AND LENAWEE COUNTY STANDARDS, SPECIFICATIONS
& AGREEMENTS,

WATER MAIN SHALL BE C900 PVC, PRESSURE CLASS 200 PSI

SANITARY SEWER SHALL BE SDR-35 PVC, ASTM D 3034 OF
SIZE AND LENGTH AS INDICATED ON PLANS.

UTILITIES TO BE BEDDED IN ACCORDANCE WITH ASTM D 2321-89

STORM SEWER SHALL BE A-2000 PVC BY CONTECH, OR EQUAL,
ASTM F949 OF SIZE AND LENGTH AS INDICATED ON PLANS, ALSO
REFER TO DETAILS ON SHEET C4.0

SITE UTILITES SHALL TERMINATE 5" OUTSIDE BUILDING.
CONNECTIONS TO SANITARY/WATER SHALL BE MADE BY PLUMBING
CONTRACTOR. SEE PLUMBING PLANS.

COORDINATE TERMINATION POINT OF UTILITIES WITH PLUMBING

CONTRACTOR / POOL CONTRACTOR.

COORDINATE SITE UTILITY CONSTRUCTION WITH POWER
COMPANY AND ELECTRICAL CONTRACTOR FOR EQUIPMENT
LOCATION.
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